KEY NOTES

(D civiL Poc.

(2D FIRE SPRINKLER RISER.

MECHANICAL EQUIFPMENT CLEARANCE AREA, COORDINATE
WITH MECH. CONTRACTOR.

(4D COLD WATER 8OV AND RISER

one foot
6!!

(5D OV WITH ACCESS AT EACH REST ROOM BANK.

(&) CLEARANCE NOT LESS THAN 18" IN FRONT OF CLEANOUT.

(1D SLOPE SANITARY SEWER PIPING 4" PER FOOT IN DIRECTION
INDICATED. (TYPICAL).

STORM DRAIN DROP FROM SECOND FLOOR. SEE PP222 FOR
CONTINUATION.

three inches

@ 8L OPE CONDENSATE DRAIN PIPING 5" PER FOOT IN
- DIRECTION SHOWN.

CONNECT 24" CONDENSATE TO FANCOIL UNIT EQUIPPED WITH
CONDENSATE DRAIN LIFT PUMP SPECIFIED ON MECHANICAL
PLANS.

one foot
_C)

4

———————————— NG — — NG ——————— ) (i) ROUTE I' CONDENSATE DRAN DOUN IN WALL, ELBOW OUT.
CONNECT TO LAVATORTY/SINK DRAIN TAILPIECE.

@ ROUTE 24" CONDENSATE DRAIN DOUN IN WALL, ELBOW OuT
AND TERMINATE AT MOP SINK WITH AIR GAP.

@ FAN COIL SUSPENDED FROM CEILING. SEE MECHANICAL
DRAWINGS.

FAN COIL IN ATTIC. SEE MECHANICAL DRAWINGS.

(&) sANITARY SEWER DROP FROM SECOND FLOOR. SEE PP320
FOR CONTINUATION.

one and one half inches

WATER SUPPLY RISER TO SECOND FLOOR. SEE PP320 FOR
CONTINUATION.

(D NEW GAS REGULATORMETER. PENETRATE EXTERIOR WALL
AND RISE TO ATTIC IN WALL. GAS PIPING SIZING BASED ON
2013 UP.C. TABLE 12162(1) USING 12 FT COLUMN AND MAXIMUM
GAS LOAD OF 1220 MBH/180 CFH.

EXISTING CAPPED MEDIUM PRESSURE GAS LINE. VERIFY
LOCATION.

6"
—= a—————————Nc-,——é——————

2-15" VENT TO SECOND FLOOR ATTIC. SEE PP220 FOR
CONTINUATION.

/-W GAS RISER TO SECOND FLOOR. SEE PP220 FOR

CD L CONTINUATION.

@ NVERT = (-605" /Fq QGD I-HOUR FIRE RATED WALL. SEE ARCHITECTURAL DRAWINGS.
H/@ | CHIEF OFFICE " (22) ACOUSTICAL SOUND WALL. SEE ARCHITECTURAL DRAWINGS.
C—

1B15 (23 NEW MEDIUM PRESSURE GAS LINE. CONNECT TO EXISTING
- F I TRA"‘gggSSOM/ ! MEDIUM PRESSURE GAS LINE AS SHOUN.
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one foot

APPROX. 185!

6"

one inch

1B16

PROVIDE WATER METER.

(2B) SANITARY SEWER DROP FROM SECOND FLOOR. SEE PP220
FOR CONTINUATION.

WATER SUPPLY RISER TO SECOND FLOOR. SEE PP222 FOR
CONTINUATION.

one foot
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three eighths inch
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1 FIRST FLOOR PLUMBING PLAN @

one foot

SCALE: 1/8" = 1'=0"

one quarterinch
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